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Survey Control Point Table

P—# Northing | Easting Description
1 246921.25 | 1252667.04 35.07 MIC 38562501
2 247009.80 | 1252120.51 82.28 MIC 38562502 50 25 0 50 100
3 248199.92 | 1252206.82 47.11 MIC 38562503 SCALE IN FEET
4 248197.21| 1252328.60 31.41 MIC 38562504
5 247580.37 | 1252208.24 35.34 MIC 38562601
6 247582.07 | 1252132.32 44.22 MIC 38562602

8 246950.78 | 1252378.88 55.36 MAG 38562604

15 246915.44 | 1252593.33 36.40 MAG 38562603

101 246991.68 | 1252110.28 84.32 MAG 38562805
102 247190.61 | 1252133.91 69.04 MAG 38562803
103 247327.26 | 1252141.95 58.81 TK FD 38562804
104 247413.24 | 1252144.02 51.81 MAG 38562802
105 247553.66 | 1252215.09 37.73 MAG 38562801

106 247613.45 | 1252101.23 49.74 MAG 39563101

107 247579.72 | 1252287.66 27.76 MAG 38563401 D RA FT FO R I N FO R MAT I O N O N LY
108 247576.80 | 1252348.54 21.02 SPK 38563402
109 247522.97 | 1252352.05 17.91 SCRB 38563501
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—4 FORCE MAIN PLAN & PROFILE — STA 30+56.1 TO STA 32+55.45
—8 PAVING, CURB AND SIDEWALK RESTORATION PLAN 1

- d

—3 PUMP STATION METER AND BYPASS VAULT PLAN

—1 PUMP STATION SITE DEMOLITION PLAN
—2 PUMP STATION SITE RESTORATION PLAN

C
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C—5 FORCE MAIN PLAN & PROFILE — STA 50+14.1 TO STA 55+83.9
C—9 PAVING, CURB AND SIDEWALK RESTORATION PLAN 2

OVERALL SITE PLAN
AND SURVEY CONTROL PLAN
80% DESIGN- FOR INFO (NOT FOR CONSTRUCTION) C-0

000-000-0
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SCALE IN FEET

GENERAL NOTES:

D RA FT FO R I N FO R MATI O N O N LY EJNégﬁEL?HETQQEBRVgJ)EECAgEIEE?S WITHIN THE RIGHT—OF—WAY UP TO BEHIND THE

2. CONTRACTOR TO VERIFY WITH OWNER PRIOR TO DEMOLITION IF ANY EQUIPMENT OR
MATERIALS ARE TO BE SALVAGED.

3. CONTRACTOR SHALL CLEARLY MARK PROPERTY BOUNDARIES PRIOR TO ANY DEMOLITION

(3)

£10.8/TVM 134

L PROTECT TREE ACTIVITIES.

5 2 PROTECT 4. REMOVAL OF PLANTINGS AND LANDSCAPING OUTSIDE OF THE RIGHT—OF—WAY REQUIRES

3 ok ROCKERY WALL /\7 LIMITS OF PRIVATE RESIDENCE APPROVAL.

Sk PROTECT AND - i TEMPORARY

= SUPPORT ol 5 / CONSTRUCTION 5. SPU TO PROCURE TEMPORARY EASEMENT AGREEMENT FOR CONSTRUCTION WORK OUTSIDE
POWER POLE 2[R n EASEMENT OF THE RIGHT—OF—WAY.

(XXX XYY .
40000 ®000p000000c00000000000000000 000000000000 ccce

6. WORK NOT IN THE ROW TO BE COORDINATED WITH THE RESIDENT.

> ol CI A= t ‘ ~ 3 ROV KEY NOTES:
e oS ‘ (D REMOVE ABOVE-GRADE CSO LEVEL MONITORING CABINET AND CONCRETE EQUIPMENT PAD.

CSO MONITORING SHALL REMAIN CONTINUOUS THROUGHOUT CONSTRUCTION. CONTRACTOR
TO SCHEDULE CSO LEVEL MONITORING CABINET REMOVAL TO OCCUR AFTER THE NEW
CSO LEVEL MONITORING IS INSTALLED AND FUNCTIONAL. COORDINATE WITH ADS TO
REPLACE THEIR MONITORING EQUIPMENT WITH BATTERY POWERED MONITORING IN
T MHO10-159 PRIOR TO THE REMOVAL OF THE EXISTING MONITORING CABINET.

T @ REMOVE ALL PIPING, VALVES AND APPURTENANCES LOCATED WITHIN THE BYPASS
CONNECTION VAULT. REMOVE VAULT LID, MANHOLE COVER AND RISERS AND STRUCTURE
TO A MINIMUM OF 5—FT BELOW FINISHED GRADE. REMOVE 8—INCH DIAMETER YARD
MHO10—159 PIPING CONNECTING THE PUMP STATION DISCHARGE TO THE BYPASS CONNECTION VAULT.
PERMANENTLY PLUG THE 8—INCH DIAMETER CAST IRON FORCE MAIN DOWNSTREAM OF
THE BYPASS CONNECTION VAULT WITH A MINIMUM 12-INCH LONG PLUG OF 3,000 PSI
CONCRETE. FILL VAULT WITH STRUCTURAL BACKFILL (TYPE 17 MINERAL AGGREGATE) AND
REPAIR CURB, SIDEWALK, AND STREET SURFACING PER THE 2017 SDOT ROWORR
REQUIREMENTS. CONTRACTOR SHALL USE THE EXISTING FORCE MAIN AND BYPASS
PROTECT CONNECTION VAULT THROUGHOUT CONSTRUCTION UNTIL THE NEW FORCE MAIN AND KING
GRAVITY SEWER COUNTY INTERCEPTOR CONNECTION ARE INSTALLED AND IN OPERATION. CONTRACTOR TO
SCHEDULE THE BYPASS CONNECTION VAULT DEMOLITION ACCORDINGLY.

OVERHEAD CABLE (OHP)
TO BE RELOCATED BY
FRANCHISE UTILITY

W CRAMER ST

=] L
/// ff777’*/‘f/‘7‘7/7"/ﬁ
s /////////////T/

WSFML i SIS TT
T - 4 v SIS SIS SIS D
- : ASAAAAAAAAAS REMOVE BACKFLOW PREVENTION DEVICE (BPD) AND ENCLOSURE. TEMPORARILY CAP THE
l 1—INCH DIAMETER WATER CONNECTION PIPE TO BE RECONNECTED TO NEW BPD DEVICE
S PROTECT SEWER AND ENCLOSURE.
MANHOLE. REPLACE (@ REMOVE FUEL STORAGE TANK, FUELING PIPING, GENERATOR CONCRETE EQUIPMENT PAD,
—— AND_MANHOLE ACCESS WOODEN FENCING AND WOODEN TRELLIS. EXISTING STANDBY GENERATOR TO BE USED
COVER, PER oS STD DURING PUMP STATION SERVICE UPGRADE. CONTRACTOR TO SCHEDULE THE GENERATOR
PLAN 230 REMOVAL AND ASSOCIATED DEMOLITION ACCORDINGLY. CONTRACTOR TO REMOVE AND
SALVAGE STANDBY GENERATOR.

CONC DwY
< A o | o (® REMOVE AND REPLACE CATCH BASIN. PROTECT STORM PIPING AND IF DAMAGED REPLACE
XA/ \ IN=KIND.
_ ) NY%
! @RAVIT\?RSEVE/E; ’ \\ NSRS & AU SLLLLIIII TIPS CRPPPY (® REMOVE SIDEWALK, CURB, GUTTER, FENCING, TREES AND SHRUBS.

O
2 el T \ \LIMITS oF (D REMOVE PLANTERS. SEE GENERAL NOTE NO. 4.
iz 1 TEMPORARY E PRESERVE AND PROTECT PUMP STATION STRUCTURE, STAIRS, AND CHAIN—LINK FENCING.
2 T CONSTRUCTION 5
e oh 1 EASEMENT : (9 PRESERVE AND PROTECT CSO CONTROL STRUCTURE.

o

o
&
z
5
m
By

@ PRESERVE AND PROTECT SHORELINE RETAINING WALL.

d.9 .8S'61
02

T

@ REMOVE SHRUB OR TREE. SEE GENERAL NOTE NO. 4.
SlTE DEMOL'T'ON PLAN @ REMOVE AND RELOCATE SIGN TO LOCATION SHOWN ON C-2.

@ REMOVE ROCKERY WALL WITHIN THE RIGHT—OF—WAY. THE CONTRACTOR WILL NOTIFY
PRIVATE RESIDENCE TWO WEEKS IN ADVANCE OF ROCK WALL REMOVAL.

@ REMQVE EXISTING GUARD RAIL.
@ REMOVE WOODEN FENCE UP TO THE EDGE OF THE RIGHT—OF—WAY.

PUMP STATION
SITE DEMOLITION PLAN
80% DESIGN- FOR INFO (NOT FOR CONSTRUCTION) C—1

000-000-0

C:\pw_p!1\robinsonjd\d0575339\C1 261—1009_P—SITE-DEMO.dwg

robinsonjd Mar-23-18 9:09am

REVIEWED BY SPU/WATER ENGINEERING APPROVED FOR ADVERTISING INITIALS AND DATE INITIALS AND DATE Y . o[rc
CDM_ ....... . . .. 20.... LIZ ALZEER DESIGNED NEK 03/07/2018 sg‘gwm CONST |S Clty Of Seat"e Pszz RETROF'T ao|R/W
TMENT TRATI . : i iliti,
smlth REVIEWED BY SPU/DRANAGE DEPARTMENT OF FINANCE & ADMINISTRATIVE SERVICES CHECKED NG 03/07/2018 X iiii o Jﬁ!}:ﬂ.##### Seattle Public Utilities Slco
20 SEATTLE, WASHINGTON 20 prye Mami Hara, General Manager/CEO AN D FO R C E MAl N VAULT PLAN NO.
14432 SE EastgateWay e : : Akt DRAWN é“ﬁg gg%;ﬁgﬁ i ORDINANCE NO. Ordinance PW NO. #4## 776—474
Sulte 00 o7 APPROVED BY SDOT STREET IMPROVEMENT PERMITTING CHECKED REVISED AS BULT A FUND:Fung  UmPer R E P LAC E M E NT P ROJ ECT
" i ¥ BY: ITH THE CITY TTLE ST/ DT

Tel: (425) 519-8300 | . . s 20..... CITY PURCHASING & CONTRACTING SERVICES DIRECTOR sﬁc;oc:iwsmsiossg Luf:;?&mfizu FU:E\NCsEc%;NSE;—uz.JSoAFNDmNZDF::';SCTANM:NUAL_ SCALE: 17=5 SHEET 16 OoF #




MADE JCHK'D |REV’D

NATURE
REVISIONS

~

5 25 0 5 10
— e —

DRAFT FOR INFORMATION ONLY

GENERAL NOTES:

ACCESS HATCH ~SEE EJNv%giSNogll—rL—l EFEWIJEWETONSJ EODdRDINATED WITH THE RESIDENT
STRUCTURAL DWGS : -

(3)

EDGE OF

A 80

RUN DRAIN PIPE
BELOW AIR
EXHAUST VAULT

BYPASS VAULT
SUMP 3" D(PVC)

INTAKE VAULT DRAIN FRANCHISE UTILITY.
TO GRAVEL SOAK
AWAY (TYP) /

/ PROVIDE LEVEL KEY NOTES:
i WALKING PATH AT (D GRASS PAVER FINISHED GRADE TO MATCH SITE CONTOURS, TOP OF CURBS AND PUMP

LEAST 4’ WIDE STATION CONCRETE STRUCTURES AS APPROPRIATE, AND AS SHOWN. GRASS PAVER TO
SUPPORT MAINTENANCE VEHICLE PARKING AND PROVIDE EROSION PROTECTION. SEE
ROW DETAILS ON DWG C—13.

dvdl dOL DL'61

Tvm 13y

AIR EXHAUST AND /’\7 2. OVERHEAD CABLE (OHP) WITHIN ROW AT PUMP STATION SITE TO BE RELOCATED BY

PARK BENCH SHALL BE 6—FT SPR STANDARD GENERIC PIPE FRAME BENCH; GAME TIME,
gﬁ”L-L“"*%AADT INC. MODEL #338 — PIPE FRAME ONLY, SUPPLIED BY SITELINES — PARK & PLAYGROUND
WALL C—13 PRODUCTS. BOARDS SHALL BE DOUGLAS FIR (STRUCTURAL OR BETTER GRADE), 2x4'S

THAT HAVE ALL OUTSIDE EDGES ROUTERED SMOOTH AND BOLTED TO THE FRAME USING
—_— GALVANIZED HARDWARE.

v v v

i\
o AN RV
OHR Ay ‘.‘ '..\‘ SE.
iﬁ@!ﬂ.\'

v v v v v v

HATCH DRAIN
3" D(PVC)

GRAVEL FILLED SOAK AWAY
FOR VAULT AND HATCH

[e}
DRAINS (TYP)
£ o
0950} QR L MHO10-59
/ggw

PARK BENCH SHALL BE INSTALLED ON 4—INCH THICK CAST—IN—PLACE CONCRETE PAD
THAT EXTENDS 1—FT BEYOND THE BENCH IN ALL DIRECTIONS.

{—12” PS FM(DIP)
AN I N NEeN

PRECAST CONCRETE \ Fdo25b¥TooS00)
FLOW METER AND O 98005600500850°556°550°d:
©
c-16

|
|

‘M(Dlp)“of?

BACKFLOW PREVENTION DEVICE (BPD) WITH CAST—IN—PLACE CONCRETE EQUIPMENT PAD
AND ENCLOSURE. SEE DETAIL 4/C—14.

BYPASS VAULT; SEE/
DWG C-3 FOR DETAIL

ABANDONED—IN—PLACE BYPASS VAULT. VAULT SHALL NOT BE DECOMMISSIONED UNTIL THE
NEW FORCE MAIN AND KC FORT LAWTON TUNNEL CONNECTION ARE COMPLETED AND
OPERATIONAL.

e AR E A e

e EE AR ERAN AR
o toEH

4” EA(PVC)
2” D(PVC)

i
EOE
EEEEE e

P e e P
e W W W W W EEH
e e e e

W CRAMER ST

8"PS FM

FUEL IR
i | v STORAGE |3
TANK

- HATCH DRAIN_ f. 7" ff
©o3pPvoyd g

¥

g BE DECOMMISSIONED UNTIL THE NEW FORCE MAIN AND KC FORT LAWTON TUNNEL
LWPATH AT LEAST 4 WIDE CONNECTION ARE COMPLETED AND OPERATIONAL.

INSTALL VALVE BOX COVER PER COS STD DETAIL 315 WITH OPERATING NUT FOR WET

DATE JMARK

57295

[VAULT SERIAL _NO.

WELL ISOLATION SLIDE GATE. REFER TO MECHANICAL DRAWINGS FOR ADDITIONAL
REQUIREMENTS.

GENERATOR

CONNECT TO e — ) .
EXIST 1" W LINE RN ! ] I (O [

REPLACE MH GRADE RINGS

DRY WELL EXHAUST VAULT; REFER TO HVAC DRAWINGS FOR ADDITIONAL DETAILS. PROVIDE

A AND COVER PER COS STD
SJQ{_%\?V*ELEE?E%E%S) L PLAN 230; COVER TO VAULT DRAIN TO GRAVEL FILLED SOAK AWAY.

STRU DWGS ' e e v A SSNGRES WANSH SRR ) \ MATCH FINAL GRADE
° \ < 2 : WET WELL INTAKE FAN VAULT; REFER TO HVAC DRAWINGS FOR ADDITIONAL DETAILS.
CONC DwY
- ELECTRICAL ° \\ M o3 @O TYPE 1 CHAIN LINK FENCE PER COS STD PLAN 450.
o PANELS; REFER TO )
— ELECTRICAL DWGS 0 6 WIDE GATE AS PER @) WET WELL EXHAUST VAULT; REFER TO HVAC DRAWINGS FOR ADDITIONAL DETAILS. PROVIDE
o -1 COS STD PLAN 450C VAULT DRAIN TO GRAVEL FILLED SOAK AWAY.
LEGEND " R *z) WET WELL EXHAUST (SEE KEY NOTE 10)

OHP .
T \ FOR LIMITS OF TEMPORARY P AN ENCLOSURE: || @ TWO FIXED BOLLARDS PER COS STD PLAN 463 (TYPE A) AT END OF EACH PAVER

PROVIDE LEVEL WALKING (® PLUG AND ABANDON—IN—PLACE 8—INCH DIAMETER FORCE MAIN. FORCE MAIN SHALL NOT

CONSTRUCTION LIMITS SEE I RIBBONS AND MIN 4'—0" OFFSET FROM THE EDGE OF THE PUMP STATION STRUCTURE.

sl Grass DWG C—1 PLANT HINOKI CYPRESS GENERATOR AREA LAYOUT; =
IE TREE (CONIFEROUS TREE); REFER TO STRUCTURAL £ @3 TWO REMOVABLE BOLLARDS PER COS STD PLAN 463 (TYPE A) AT START OF EACH PAVER
R 4—FT MIN HEIGHT IN | AND ELECTRICAL DWGS RIBBON NEXT TO THE CURB.
GRASS PAVER z ACCORDANCE W/ COS STD | FOR ADDITIONAL DETAIL

PLAN 100 (TYP OF 4) WET WELL SUPPLY AIR INLET VAULT. REFER TO HVAC DRAWINGS FOR ADDITIONAL DETAILS.

\ PROVIDE VAULT DRAIN TO GRAVEL FILLED SOAK AWAY.

3did,9 BS6L
¢8°0¢

CONCRETE

SITE RESTORATION PLAN

METAL HATCHES

UTILITY BOX GRATING PUMP STAT'ON
SITE RESTORATION PLAN
80% DESIGN- FOR INFO (NOT FOR CONSTRUCTION) C—2

000-000-0
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42"42” HATCH 10°x10”x4” FLG RED NOTES:
x TEE W/AIR-VACUUM e
PRECAST CONGRETE (ABOVE)—y l7 VALVE 1. REFER TO ELECTRICAL DRAWINGS FOR FLOW METER POWER AND SIGNAL CONDUIT AND WIRING.
VAULT; OLD CASTLE e A R
VMODEL B14—LA OR ‘ - 2. BURIED MJ FITTINGS ARE TO BE RESTRAINED.
BQUAL—| X 3. PROVIDE FLOW METER SPOOL PIECE (LIST ITEM NO. 4).
12" PS FM(DIP) 10" MJ 45 BEND
o / 10" PS FM(DIP) 4. TEE MUST BE 2"x2”x1” WITH 1” CORP STOP FOR COMBINATION VALVE. TEE MUST BE 2"x2"x3"
c-3A i=i FLow WITH 3" CORP STOP FOR 1” COMBINATION VALVE.
Il ' _ } 5. MINIMUM REQUIRED SOIL BEARING = 3,000 LBS/SQ FT.

4 A

L —42” MH RING AND

11 cover (aABOVE)

I BYPASS VAULT KEY NOTES

\ OW/ gékNngéNgTED H203L2EA L:ﬁSER ITEM NUMBER DESCRIPTION REMARKS

(MIN)

ACTUATOR (HORIZ

12" MJ 12" MJ/
11.25° BEND GATE VALVE . VALVE HANDWHEEL f

PIPE WALL SLEEVE SS (TYPE 304
LNK=SEAL OR ORIENTATION) (TYP) \ |l —ss ( )
EQUAL (TYP)
] - 2328 W/LADDER UP 1 107X10”X4” REDUCING TEE (DI, FLXFL)
- - @—"6“ SAFETY POST 2 10" FLANGED COUPLING ADAPTER
| T, - Ry 3 10" FLOW METER
i H::) 4 10" SPOOL PIECE FOR FLOW METER REPLACEMENT STORE IN VAULT
(MIN) 5 12”X10”_FLANGED CONCENTRIC REDUCER
PLAN 6 12” GATE VALVE
1mn 7 12"X12"X12" FLANGED WYE
8 12” FLANGED COUPLING ADAPTER
VALVE BOX AND 9 12” SPOOL PIECE
OPERATING NUT EXTENSION 0 ” :
PER COS STD PLAN 315 12 FLANCED 45° BEND
ST /PROPOSED H_25 RATED GALVANIZED 11 PROVIDE GATE VALVE W/CHAIN FOR HANDWHEEL ACTUATOR
LOCKING HATCH; 427x42” 12 12” QUICK—CONNECT COUPLING
X7 CRADE CENTERED OVER 13 12°X12°X12” (MIN SUMP) W/FRP GRATING (NOT SHOWN)
& ’X\//\\/;W QUICK—CONNECT COUPLING 42" MH RING AND COVER " T CHECK VALVE
Es 1 137 VALV
AR ™ (HINGES ON E&W SIDES) BER oo RBLAN 930 _
PRECAST RS W/RISERS TO GRADE 15 13" BALL VALVE
CONNECT /\///}\/?\?\ (SHOWN OUT OF SECTION) 16 13> SCH 80 PVC PIPE
PRECAST CONCRETE (TYP) SN \NN 17 3")(1%" PVC REDUCER
VAULT; OLD CASTLE ] NN g
MODEL 814—LA OR EQUAL / — — }/)\me 18 5" TEE W/CAP ON ONE BRANCH
T AR VACOIE S 19 3” SCH 80 PVC PIPE TO WET WELL
20 ZFLOWMETER VALVE 20 CORP STOP
> a'd) LFTING EVE 4@ 21 13 HP SUMP PUMP

12" FLEX BOLT . (19)
COUPLING— 1_ ., 2" V— ] D
. . -
— - L - = DRAFT FOR INFORMATION ONLY
LA ©o~
) - - i T - B 1 10” FLEX
12" Ps - = COUPLING
FM(DIP) 1=6” [ 5 © f 10" PS
12" MJ . [TMIN
11.25° BEND MINIL, 8 N 2 ) FM(DIP)
. Dl il iR Enl
io Z H R Py « a < K - ‘ ) AB i
< | C
SS PIPE SUPPORT HEAHA B AR
TYPE 9 MINERAL STAND W/ TYPE
AGGREGATE W,/PORTLAND 316 SS HARDWARE
CEMENT FOR PRECAST AND ANCHORS (TYP)
BASE (SEE NOTE 5)
SECTION A—A
1/2=1-0"
2 1 0 2 4
———
SCALE IN FEET PUMP STATION FLOW METER AND

BYPASS VAULT PLAN
80% DESIGN- FOR INFO (NOT FOR CONSTRUCTION) C=3

000-000-0
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KEY NOTES:

8" WATER
APPROX DEPTH

1) INSTALL THRUST BLOCK ON SEWER F PER

DATE | MARK

37295

[VAULT SERIAL _NO.
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CONTRACTOR TO COORDINATE GAS
MAIN RELOCATION AND SERVICE
CONNECTIONS WITH PSE. CONTRACTOR
TO PROVIDE TRENCH EXCAVATION,
BACKFILLING, AND STREET REPAIR

12" 45 BEND
STA 30+56.1,

INN 40 dol
3did 40 dOL
I3 HAM
NN 40 dOL
3dld 40 4ol

NS HAM

NI NId SSvyg v/1

NI HONNd aNNO4

BLTY

O ONOO @3Wog 9
6T Ly

SLNO
FOGy
£6°0%

L2768
LTy

> PIPE OVER NEW

< FORCE MAIN WITH NO
{ T T JOINT WITHIN 5" ON
~ EITHER SIDE OF THE
J NEW FORCE MAIN

12" 11.25° BEND

12" GV AND COS STD
PLAN 315 VALVE BOX
STA 32+24.8, 11.6'R

12" 45 BEND

STA 32+42.9, 11.6'R

()31

—SY rav ¥3d), 0L

Py

=31 o

(s)31

()31
(N)TVM ¥FM 40 4oL
W S

@
<
[
N
N
i
&
T

N

SEE SHEET C-5 FOR
PLAN AND PROFILE

hoel
(Ms)3

@
@
=Y
o
l

dio.B (14'G

L£S¢CL
2891

P97
133400 19’

24
=}
=

é ig z
.2 i 3% DETAILS: 1,2 & 3 ON -DWG:C—15.
= O] o Y
4 2H T EXIST/FINAL 2) INSTALL THRUST BLOCK ON WATER M 0S STD
2 93 GRADE ‘ (APPROX) PLAN ‘330 AND 331;
— b —PRECAST
A T CONCRETE: FLOW
@ \ METER ‘AND
E | BYPASS VAULT
30 > Zlss —SEE DWG C-3 < 30
O[5 PLASTIC FOR DETAIL
I e i 10 )ESZZEM(DIF) i
OB 7: S
> g~ ] 1 7\; 4
Blar BN
AR ol
10 ak b e Z1= m-/ (e 10
> ) b o '3 | et 4
23 =[d 0% o . ~ V1 e
3x N o o 2 e
=PI TR I R G I
s <™ Of-— Z@ = 2[R0 - 27 no!
0 > e TR i i < 0
(] i 1 SR s PR I
- Slov N ol R
cutT ONS AS NECESSARY SPa opa Te ITE !
199.3’ r‘,\_‘ad Yo Nrs ﬁ"’_’dk’?k:*:*
= 10" FLEX
o= - -COUPLING (SEE
<> mECH. DRA
)
o]
© <3l
g 0 ™o
FOR INFOF |ION ONLY
% ]
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